
1.800.865.5931 www.AlpineHomeAir.com

This diagram is to be used as a reference for the low voltage control wiring of your HVAC and Humidifier system. 
Always refer to your products installation guides to verify proper wiring.
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Diagram #25

TrueSteam with TrueIAQ

Special Instructions
Change installer setup function 25 of TruelAQ 
humidistat from factory setting of 1 to 2.


